
DIVERSIFIED 

DuraDrive Wiring Diagram

Voltage is labeled on relay set, motor, and gear. 

For 3 phase use 220V to contactors 

NOTE 

To reverse motor 

rotation swap R1 

and R2 

DO NOT SWAP MOTOR 

CONNECTIONS 

MOTOR CONNECTIONS 

ARE CLOSEST TO MOTOR 

R1 0--0PEN OR CLOSE FROM CONTROLLER (L 1) 
(OPEN WITH A BELT AS SHIPPED) 

0--
OPEN OR CLOSE FROM CONTROLLER (L 1) 

R2 (CLOSE WITH A BELT AS SHIPPED) 

0--
FROM PANEL 

L2/N L2 FOR 220 VOLT OR 
NEUTRAL FOR 110 VOLT 
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R FOR CORRECT VOLTAGE 

L2/No-TO MOTOR 
L2 FOR 220 VOLT OR 
NEUTRAL FOR 110 VOLT 

R2 0--CLOCKWISE MOTOR ROTATION 

R1 Q-coUNTER CLOCKWISE MOTOR ROTATION 




